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SEE NOTE 1 NOTES

1. CONCRETE SHALL NOT CONTACT BOLTS OR
POUR 3000 PSI CONCRETE
PO 0 Sl CONCR ENDS OF MECHANICAL JOINT FITTINGS.

UNDER ASSEMBLY AS SHOWN (WRAP IN PLASTIC)
. SEE TYPE "F” (HORIZONTAL) ANCHOR BLOCK
DETAIL 26.02 FOR AREA OF CONCRETE
REQUIRED.

. TAPPING SLEEVE SHALL BE A MINIMUM
OF 4’ FROM NEAREST PIPE JOINT.
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